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 it’s a plane, it’s………………A PUMP! 
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What can I do? 

If you discover a “blocked in” pump in 
operation, use extreme caution.  Shut the 
pump down remotely; keep people FAR 
away until it has cooled. 
Use care when starting pumps.  
Communication about which pump is 
valved for operation must be very clear. 
Some plants try to have an individual 
near the pump when it is started.  This 
may not be possible in all situations, but 
it can eliminate many problems. 
If possible, open the casing drain on a 
pump that will be out of service for an 
extended period.  But, check to make sure 
you are not creating another problem 
(environmental, cost, etc) by doing so! 
And, a routine tour of a manufacturing 
area can identify many things – a blocked 
in pump operation is just one of them! 

uids for us everyday, but they can also generate 
significant hazard if it has no place to go! 
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